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Ercellams traugh Ownarship Flow Monitoring Services for Sanitary Sewer System PAO7
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PATAPSCO 995R Inspected By Manhole Pipe
JM/JIS Depth (ft) | Width (ft) | Width (in) [ Height (in)
Site Address: 700 Pontiac 8.40 3.00 21.13 21.13
MH Type: ® Brick QO Pre-cast |Pipe Type: Oerick Oconcrete  ®@clay O other |Pipe Shape: @ circular O Box O odd
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Hydraulic Assessment
Surcharge (ft): ~ 0.00 [ straight [“1Bend [JDrop Inlet []Backwater [JPumpSta. [JWwWTP [Needs Cleaning
Flow Depth (in):  3.00 Instant Vel (fps):  2.78 SiltLevel (in): ~ 0.00  Signsof I/I: NO
HYDRAULIC RATING: ® A (good) Os (questionable) Oc (poor) Recommenqed for © ves
Installation OnNo
Meter Type: ADS-FlowShark
Installation Plan Sketch Installation Profile Sketch
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7] Line # 1 2 3 4 1 1 | ':E'
m Size (in) m 21.00 ;
E Material e VCP 3
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o Debris (Y/N) t N z
Shape e Cir.
Flow Depth (in): r 3.00
Instant. Vel. (fps) 2.76
Comments:
Bend in transition, should not affect hydraulics.




